MONTGOMERY COUNTY PUBLIC SERVICE AUTHORITY
CHRISTIANSBURG, VIRGINIA CONSTRUCTION STANDARDS

4" DIA, PRECAST WATER VALVE VAULT
OR PRECAST MANHOLE SECTIONCSD FRAME & COVER
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SEWER FORCE MAIN \//\\ NS //\\ 6* MINIMUM BEDDING
/\/\/\\/K\ COMPACTED

SADDLES MUST BE USED WITH ALL PLASTIC & CLASS 51 DUCTILE IRON PIPE
4" AND LARGER IN DIAMETER. TEES WITH THE BRANCH LEG OF 2 SHALL BE
USED FOR ALL FORCE MAINS LESS THAN 4” IN DIAMETER. A 27 DIAMETER
PORT SHALL BE PROVIDED FROM THE FORCE MAIN TO AIR/VACUUM VALVE,
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